BURNER SETUP:
Outage Inspection Sheet- Internal physical measurements of burner setup

Reg vanes, shrouds & backplate positions are measured on both left & right

horizontal sides for average location.

Unit #

Date
Inspections Aaron Nissen
Garry Christensen

By:

2
3/28/92

Location QOuter Register Inner Register Out Reg-Backplate
Wall |Pulv|Burner #Shroud |Vanes (left & right), Ave |T/C Vanes Backplate |[O/S Temps|l/S Temps
Front| E 1 5.25 4.25 5.25 open 2.75
2 6.25 4,75 3.75 100% 2.75
3 6.50 4.25 4.25 100% 2.34
4 6.00 4.75 6.75 100% 3.00
5 6.00 4.00 3.75 100% 2.50
6 6.00 4.25 5.2b 100% 1.75
A 1 6.00 5.25 | 5.00 | 100% 3.88
2 6.00 4.75 4.25 100% 4.25
3 6.00 4.00 7.00 100% 3.63
4 6.00 6.00 4.75 100% 2.75
5 5.75 5.75 6.50 100% 2.75
6 5.25 5.25 4.00 100% 3.25
F 1 6.00 3.25 | 4.00 | 100% 2.00
2 6.75 5.50 5.25 100% 1.75
3 6.25 5.25 4.50 100% 2.25
4 6.63 3.50 5.25 100% 3.88
5 6.50 5.75 5.75 100% 2.88
6 6.75 3.75 5.00 100% 3.13
B 1 6.50 | 4.00 | 5.50 | 4.75 | 4.50 100% 4.88
2 7.63 3.25 5.00 4.13 3.00 100% 4.75
3 7.50 4.00 5.00 4.50 5.00 100% 5.00
4 7.25 5.75 5.00 5.38 3.25 100% 3.50
5 7.13 4,75 4.75 4,75 6.00 100% 3.50
6 7.75 5.25 4.25 4.75 3.00 100% 4.00
Rear | D | 1 575 | 525 | 6.00 | 563 | 4.25 | 100% | 3.00 |
2 6.50 6.00 5.25 5.63 4.75 100% 3.00
3 6.25 6.00 5.75 5.88 5.25 100% 3.25
4 5.50 4.50 4,75 4.63 3.00 100% 3.88
5 6.25 6.50 6.75 6.63 4.25 100% 4.34
6 6.50 5.60 5.75 5.63 3.25 100% 3.63
H 1 5.13 | 8.00 | 6.50 | 6.75 | 2.50 75% 3.00
2 5.63 6.50 6.25 6.38 4,25 100% 3.25
3 4.63 7.50 6.25 6.88 3.00 100% 3.00
4 4.38 6.75 7.25 7.00 4.25 100% 3.25
5 4.13 5.25 6.25 5.75 2.00 100% 3.00
6 4.75 6.50 7.00 6.75 5.25 100% 4.00
C 1 5.38 5.50 6.00 5.75 4.50 100% 2.63
2 5.75 5.25 5.00 5.13 3.25 100% 2.75
3 5.75 4,75 6.00 5.38 6.25 100% 3.50
4 6.25 5.75 6.00 5.88 3.50 100% 3.25
5 5.75 4.50 4.50 4.50 4.50 100% 2.25
6 5.50 4.00 4.25 4.13 3.00 100% 3.50
G 1 6.25 | 5.75 | 5.50 | 5.63 | 3.00 | 100% 3.00
2 5.75 6.25 6.50 6.38 4.25 100% 3.00
3 6.50 6.50 6.00 6.25 2.00 100% 2.34
4 6.00 5.25 5.00 5.13 4.25 100% 4.00
5 5.63 5.25 6.25 5.75 3.00 100% 3.75
6 6.00 4.75 4.75 4,75 2.50 100% 4.25
NOTES: Items changed during the Outage. Total changes: b

1. A3: Out Reg, moved from 2" to 4 "
2. A4: Out Reg, moved from 8" to 6"

3. C5 : Backplate, moved 1.63" to 2.25"

4. H1: Out Reg, moved from 7.5 to 6.75
5. H3 Backplate, (broken rod) set at 3.5"
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